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PROVIDE AC UNIT, SEE EQUIPMENT SCHEDULE SHEET
| | M1.1 Architecture
| Lo e PROVIDE SOUND TRAP, SEE EQUIPMENT SCHEDULE Planning
| | | = | SHEET M1.1 Interior Design
— PROVIDE CONDENSING UNIT, SEE EQUIPMENT SCHEDULE .
N SHEET M1.1 Landscape Architecture
(= BOILER FURNISHED WITH PRIMARY PUMP. PUMP NOT Graphics
Sl SHOWN FOR CLARITY. SEE EQUIPMENT SCHEDULE
| | < SHEET M1.1
| | | = PROVIDE AIR SEPARATOR, SEE EQUIPMENT SCHEDULE
| ' [6] ingwTog 1I:Z1XPANSI0N TANK, SEE EQUIPMENT SCHEDULE 5161 California Ave, Suite 100
@7 - — — - — 50 — - — —8— - SHEET M1A ’ Irvine, California 92617
PROVIDE PUMP. SEE EQUIPMENT SCHEDULE SHEET M1.1
| | | gﬁgé/lTDEA 1E1XHAUST FAN. SEE EQUIPMENT SCHEDULE P 949 [261-1001
| | | [e] PROVIDE éRAVITY VENTILATOR, SEE EQUIPMENT F 949 12601190
SCHEDULE SHEET M1.2 ’ E 'pa@:pa!”c-com
6”8 FROM DRYER BELOW. PROVIDE GOOSE NECK ABOVE W www.|painc.com
SEE 4, M5.3 FOR ROOF
| | MOUNTING DET. | DOESTIC HOT WATER BOILER. SEE PLUMBING DRAWING.
| | HOT WATER STORAGE TANK. SEE PLUMBING DRAWING.
PIPE SIZING TO BE PER MANUFACTURER’S
RECOMMENDATION.
— — SUPPORT PIPES ON ROOF AS SHOWN WITH WOOD
SLEEPERS, TYP., SEE DET. 6/M5.2.
| REFRIGERANT PIPING DOWN THRU ROOF TO FC—2.
| EXTEND 10” FLUE HORIZONTALLY AND TERMINATE AT
OUTSIDE OF SCREEN WALL. PROVIDE PIPE SLEEVE AT
WALL PENETRATION AND WEATHER CAP AT DISCHARGE.
SUPPORT PIPES AS SHOWN. SEE DET. 7/M5.2.
SECONDARY PUMPS. SEE DET. 7/M5.3 FOR SUPPORT.
| FOR SUPPORT, SEE DET. 4/S—18.
| 0] 1-1/4" CONDENSATE DRAIN TO F.S., SEE DET. 9/M5.2, BEE T M A D * STRUCTURAL
| | | | | | » ELECTRICAL
| | | | | | 48X34 SA DUCT DOWN THRU ROOF. SEE DET. 5/M5.1. B &GAINES . cwi
- A 30X20 SA DUCT DOWN THRU ROOF. SEE DET. 5/M5.1. 100 South Anaheim Boulevard. Suite 150
| 48X40 RA DUCT DOWN THRU ROOF. SEE DET. 5/M5.1. Anaheim, California 92805
R4 24X24 & 24X20 EXH. DUCTS DOWN THRU ROOF. Phone: 714.490.5555 Fax: 714.490.5560
| Eg$ aUPgogT, SEE o o0\ 24X24 & 24X20 EXH. DUCTS DOWN THRU ROOF. Project No. 2307-022-00
| | | | | | T = , Eg? %Uph';g'?’ SEE 26| PROVIDE A 4” COMMON PIPE SECTION CONNECTING BETWEEN
| | | | | | « 9 MO. THE SECONDARY SUPPLY TEE AND THE SECONDARY RETURN
TEE. MAINTAIN 12" MAXIMUM SEPARATION IN BETWEEN THE
. PIPES.
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